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Installation(One end input)

1.Without inductive ballast or electronic ballast, install according to the following diagram:
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2.With an inductive ballast base:
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3.With electronic ballast base:

G13 Lamp base

| I |

G13 Lamp base

T8 Fluorescent tube BE——]

||__§

L
Connection wiring box

AC100-240V

! %I

Electronic ballast

l | Change into
G13 Lamp base

LED Tube =

' i G13 Lamp base

| eomepeepep g x 11
| L

Connection wiring box

N

Please connect the wiring acgording to diagram

ectronic ballas

Disconnect the electronic ballast from tube wiring

and connect the wiring per diagram in the wiring box
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